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NOTES:
1. GAS PIPING AND FITTINGS SHALL BE STANDARD WEIGHT BLACK IRON
PIPE.
2. SLEEVE AND FITTINGS SHALL BE SCHEDULE 40 PVC.
3. LOCATION AND PLACEMENT SHALL ALLOW FOR READY REMOVAL.
4. ACCESS PANEL SHALL BE SIZED AND LOCATED TO ALLOW FOR READY
REMOVAL OF COUPLINGS AND VERTICAL PIPE EXTENSIONS.
5. TWO AR PRESEURE TESTS ARE REQUIRED AND SHALL BE OF 5 PSI AND
HOLD FOR 15 MINUTES.
A AFTER PLACEMENT OF SLEEVE AND PRICR TO ENCASEMENT.
B. AT THE TIME OF FINAL INSPECTION WITH PIPING INSTALLED.
©. SLEEVE SHALL BE GRADES TO VENT TO ATMOSPHERE.
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